Freeze Protection for your PVB

R PRESSURE VALUUM BREAKER
» OpenTest Cocks 3&4 /

o« Water will come out but will stop shortly :

* Insulate pipe 3 = / M
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Close valve 2

Close test cocks 3 & 4

Open valve 1 slowly

You will hear the spring seat and some water will

come out, no problem. |

» open valve 2 slowly until you no longer hear the : 13 4T IR
water rushing and then open completely. —

» Set controller as needed.

Tum controller off 4 | ‘
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